
FLOW

NOTES:

2.       DROP OF GRADE THROUGH MANHOLE SHALL BE 0.10', UNLESS     

OTHERWISE NOTED. 

4.       RESTRAIN FORCE MAIN JOINTS AND FITTINGS.

5.       SEE STANDARD MANHOLE CALLOUTS ON S1.

1.     GRAVITY MAIN PIPE CONNECTIONS TO MANHOLES SHALL BE AS FOLLOWS:

CORE THE MANHOLE AND CONNECT SEWER PIPE WITH A WATER TIGHT

FLEXIBLE RUBBER BOOT IN MANHOLE WALL, KOR-N-SEAL BOOT OR EQUAL.

DUCTILE IRON OR

HDPE FORCE MAIN

12" MIN FOUNDATION

GRAVEL, SEE DETAIL

G7 FOR UNSUITABLE

EXCAVATION

3. ALIGN FORCE MAIN DISCHARGE AXIS WITH OUTLET PIPE WHEN FEASIBLE.

PRECAST MANHOLE

SLOPE SHELF TO

CHANNEL AT 3/8" PER

FT.

GRAVITY

MAIN

MATCH INVERT

ELEVATIONS OF

EXISTING OUTLET

PIPE

3'X3'X1' CONCRETE ANCHOR

BLOCK W/2 #4 REBAR HOOPS.

3,000 PSI MINIMUM

CONCRETE. SEE NOTE 6.

UNI-FLANGE ANCHOR

OR MEGA LUG

D.I. CL 52

FLANGED

SPOOL

5'-0"

HDPE WELDED

FLANGE W/ DI OR

STAINLESS STEEL

CONVOLUTED

BACKUP RING

1'

3'-0"

CHANNEL MANHOLE

TO OUTLET

IN

6.       CONCRETE ANCHOR BLOCK ONLY REQUIRED FOR HDPE FORCE MAINS.

UNDISTURBED EARTH. SEE

DETAIL G7 FOR UNSUITABLE

EXCAVATION.
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