
NOTES:

1. SAMPLE TAP ASSEMBLY MUST BE KUPFERLE X 94WM-ASSY OR DISTRICT APPROVED EQUAL.

2. 5/8" X 3/4" METER RESETTER SHALL BE KUPFERLE 94-R OR DISTRICT APPROVED EQUAL.

3. DISTRICT STAFF WILL INSTALL SAMPLE STATION WITH METER INSTALLATION.

METER RESETTER (5/8" x 3/4"),
SEE NOTE 2

BRASS DUAL CHECK VALVE

SAMPLE TAP ASSEMBLY,
SEE NOTE 1
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SCALE: NTS

5/8 X 3/4 INCH WATER
SAMPLE STATION
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