
12"

HMA, MATCH EXISTING THICKNESS

CLEAN AND TACK EDGES WITH

SEALER CSS1 AND SEAL JOINTS

VALVE BOX PER W4

SET VALVE BOX ON

ETHAFOAM (2" THICK)

FINISHED

GRADE

EXISTING VALVE

EXCAVATE DOWN TO

EXISTING WATER MAIN

OR CUT OFF 4' DEEP

AND BACKFILL WITH

APPROVED MATERIAL

NOTES:

1. ALL EXISTING VALVE BOXES SHALL BE REPLACED WITH

CURRENT STANDARD PER DETAIL W4 AND ADJUSTED

TO GRADE AS NEEDED.

2. ALIGNMENT OF THE VALVE BOX SHALL BE THE

CONTRACTOR'S RESPONSIBILITY AND CARE SHALL BE

TAKEN TO ENSURE THAT THE VALVE IS OPERABLE.

3. VALVE BOX EARS SHALL BE PLACES IN LINE WITH THE

ASSOCIATED WATER MAIN.

MIN

DATE: 11-2022 DWG: W5

VALVE BOX ADJUSTMENT
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